
BASEMENT FLOOR
EL. 1146' - 10 5/8"

GROUND FLOOR
EL. 1162' - 10 5/8"

F

1' - 0" 1' - 4" 1' - 0"

6" 10" 4"

1' - 8"

COMPOSITE
METAL DECK

CONT. EMBED. PL 1/4X3
WITH 1/2" DIA. x 5" LONG
HEADED STUDS @ 16" O.C.

#4 @ 16" HORIZ. E.F.

#7 @ 12" VERT.
INSIDE FACE

1'
 -

 4
"

#5 @ 12" VERT.
OUTSIDE FACE

DOWELS TO MATCH
WALL REINFORCING

4-#5 CONT.

#4 @ 16"

#4 DOWELS @ 1'-6"

FOUNDATION
DRAINAGE SYSTEM

2'
 -

 8
"

2x4 KEYWAY

GROUND FLOOR
EL. 1162' - 10 5/8"

A

1' - 4"

3"
5"

8 1/2"

4-#5 CONT.

#4 @ 16"

#4 @ 16" HORIZ. E.F.

#5 @ 12" VERT. E.F.

DOWELS TO MATCH
VERT. REINF.

6" 10"

#4 @ 12" VERT.

COLUMN FOOTING AND PIER,
SEE PLAN FOR SIZE

NOTE: FOOTINGS MAY BE RAISED
OR LOWERED AS NECESSARY
TO BEAR ON ROCK

7' - 3"

2x4 KEYWAY
FOUNDATION
DRAINAGE SYSTEM

ROCK

1' - 0"1' - 0"

GROUND FLOOR
EL. 1162' - 10 5/8"

11 12

11' - 0"

#4 @ 12" E.W. #4 @ 12" E.W.L4X4X5/16, TYP.

W18, ELEVATOR CAB
COUNTERWEIGHT SUPPORTS,
COORD. LOCATIONS WITH
ELEV. MFR.

1' - 4"4"

6" 6"

5'
 -

 8
"

6"

3/16 2@6
TYP.

2' - 0"
#4 @ 12" E.W.

2' - 0"

2 1/2"

#4 @ 12" E.W.

#4 @ 12" E.F.

#4 @ 12" E.F.

1' - 4"

#4 @ 12"

BASEMENT FLOOR
EL. 1146' - 10 5/8"

E
8" 1' - 0"

5'
 -

 8
"

1' - 2"

8" 8"

1'
 -

 0
"

#5 @ 12" EW,
TOP & BOT.

#4 @ 12" EW.

12" CONCRETE WALL

DOWELS TO MATCH
VERT. WALL REINF.

2x4 KEYWAY

#5 @ 12" VERT. E.F.

#4 @ 16" HORIZ. E.F.

FOUNDATION
DRAINAGE SYSTEM

SUM PIT,
SEE 9/SS3-103

8"
4'

 -
 0

"
1'

 -
 0

"

8" 8" 8' - 10" 8" 8"

TOC EL. 1161' - 0 5/8"

#4 @ 12"

#4 @ 16"

#5 @ 12"

#5 @ 12" T & B

#5 @ 12" T & B

#4 @ 12"

#4 @ 12"

#4 @ 12"

#5 CORNER DOWELS @ 12"

3' - 0"   E.W.

TOC EL. 1162' - 7 5/8"

2x4 KEYWAY 2x4 KEYWAY

GROUND FLOOR
EL. 1162' - 10 5/8"

9"

PL 1/4X3 CONT. WITH
1/2" DIA.  x 5" STUDS
@ 12" O.C.

#3 TIES @ 16" O.C.

2-#8 T & B

EMBEDDED L4X4X5/16 WITH
1/2" DIA. x 5" HEADED STUDS
@ 8" O.C. ON ALTERNAGE LEGS

2-#4 CONT.

GALV. STEEL
BAR GRATING

PL 3/8X6X8 WITH
4-3/4" DIA. x 6" STUDS

EXTERIOR FACE
OF BRICK

BASEMENT FLOOR
EL. 1146' - 10 5/8"

GROUND FLOOR
EL. 1162' - 10 5/8"

B
1' - 8"

6"

BEAM,
SEE PLAN

COLUMN,
SEE PLAN

SEE COLUMN SCHEDULE FOR
BOTTOM OF BASE PLATE EL.

G
R

O
U

T
1 

1/
2"

POCKET IN WALL
FOR COLUMN AND
BASE PLATE

REFER TO PIER DETAILS,
DWG. SS3-102 FOR REINF.

SEE 1/SS3-103 FOR TYPICAL
WALL REINF. CONTINUE
HORIZ. REINF. THRU PIER

T/FTG.

EL. SEE PLAN

FOOTING, SEE PLAN
AND SCHEDULE

FOUNDATION
DRAINAGE SYSTEM

B

1' - 4" 4"

3/16 1 1/2"

BEARING PLATE (SEE SCHEDULE)
WITH 2-1/2" DIA. x 6" LONG
HEADED STUDS

BEARING PLATE SCHEDULE

W12X16 PL 1/4X3X7
W14X22, W16X26 PL 3/8X4X8
W21X44 PL 1/2X5X9 1/2

1"

WELDED STEEL GALV.
BAR GRATING WITH
1" x 1/8" BEARING BARS
@ 1 3/16" O.C.

L1-1/2X1-1/2X1/4 GALV. WITH
3/8" DIA. GALV. EXP. ANCHORS
(MIN. 2 PER SIDE)

REINF. TO MATCH
BASE SLAB

SEE PLAN FOR
FOUNDATION SLAB REINF.

1' - 0" 2' - 0" 1' - 0"

1'
 -

 0
"

2'
 -

 0
"

1' - 0"

SLOPE 1/4" / FT.
TO SUMP

FOR CONSTRUCTION
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CONCRETE - SECTIONS AND

DETAILS

VAPHS UNIVERSITY DRIVE

30

 3/4" = 1'-0"1
SECTION

 3/4" = 1'-0"5
SECTION

 3/4" = 1'-0"6
SECTION

 3/4" = 1'-0"7
SECTION

 3/4" = 1'-0"4
SECTION

 1" = 1'-0"8
SECTION

 3/4" = 1'-0"2
SECTION

 1" = 1'-0"3
TYPICAL BEAM POCKET DETAIL

 3/4" = 1'-0"9
TYPICAL ELEVATOR SUMP PIT DETAIL


